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ELK GROVE CSD FIRE DEPARTMENT FIRE CONTROL ROOM DESIGN 
 
A fire control room shall be provided for all commercial buildings and apartment buildings.  The exterior access door shall be full 
size and clearly marked “Fire Control Room” with a minimum of 4” letters contrasting in color to their background.  Rooms shall 
be provided with permanent and emergency lighting. Two keys of each of the following shall be located in an approved Knox box 
mounted directly adjacent to the each fire control room:  fire control room, manual pull stations, fire alarm control panel, and 
breakaway lock for PIV.  Knox Box applications can be obtained at the Elk Grove CSD Fire Department.  All dimensions are 
minimum sizes unless otherwise approved.  Rooms may be enlarged to share with other equipment such as electrical or SMUD.  
However rooms may not be used as storage areas. 

 
Commercial Building and Apartment Clubhouse Fire Control Room 

 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Townhome, Condominium and Apartment Building Riser Closet 
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